Modeling and Simulation of the Heat Transfer Behaviour of a Shell-and-Tube Condenser for a Moderately High-Temperature Heat Pump 63 those of the SG-STHX. Li et al. (2010) investigated the flow field and the heat transfer characteristics of a shell-and-tube heat exchanger for the cooling of syngas. The results show that higher operation pressure can improve the heat transfer, however brings bigger pressure drop. The components of the syngas significantly affect the pressure drop and the heat transfer. The arrangement of the baffles influences the fluid flow. Ghorbani et al. (2010) studied an experimental investigation of the mixed convection heat transfer in a coil-in-shell heat exchanger for various Reynolds and Rayleigh numbers, various tube-to-coil diameter ratios and dimensionless coil pitch. They purposed to assess the influence of the tube diameter, coil pitch, shell-side and tube-side mass flow rate over the performance coefficient and modified effectiveness of vertical helical coiled tube heat exchangers. It was found that the mass flow rate of tube-side to shell-side ratio was effective on the axial temperature profiles of heat exchanger. Vera-Garcia et al. (2010) proposed a simplified model of shelland-tubes heat exchangers, and it is implemented and tested in the modelization of a general refrigeration cycle by using R22, the results are compared with data obtained from a specific test bench for the analysis of shell-and-tubes heat exchangers. Throughout the literature review, the study on the modeling and simulation of a shelland-tube condenser utilizing in moderately high-temperature heat pumps is still lacking. This chapter will present a study experimentally and theoretically investigating the heat transfer modeling of a new shell-and-tube condenser with longitude baffels, designed for an air-source moderately high-temperature heat pump water heater. Experimental data and theoretical methods were applied in order to develop a theoretical model that can simulate the heat transfer behavior of this type of heat exchanger. Cases study for sizing and rating of the heat exchanger was then demonstrated. Some topics will be covered in this chapter: i. Experimental measurements of the shell-and-tube condenser, ii. Modeling, and validation of the heat transfer behavior of the shell-and-tube condenser iii. Cases study for sizing and rating by using modified model. The results of this study can be used as a reference in development of computer-aided design and simulation of heat transfer performance of shell-and-tube condensers for moderately high-temperature heat pumps.
Experimental setup and test conditions 2.1 Experimental apparatus
An air-source moderately high-temperature heat pump system with its condenser for heating water has been built and tested in this study. The aims of this study were focused mainly on the heat transfer performance of the new condenser designed for operating under large temperature difference, high sensible heat ratio, and high outlet water temperature. Figure 1 shows the schematic diagram of the experimental setup and the location of the sensors. The testing system consists of a compressor, a condenser, a throttling device, and an evaporator. R134a was selected as the working refrigerant in the testing system. The compressor is a type of semi-hermetic scroll with a displacement volume of 46.5 m 3 /hr. The condenser, shown in Figure 2 and 3, is a type of shell-and-tube heat exchanger with longitude baffles, twelve tube passes, and 48 copper tubes. The evaporator is a cross flow air-to-refrigerant heat exchanger of finned-tube type. The throttling device is a thermostatic expansion valve with an external equalizer. Heat released from the condenser is transferred to water while the evaporator takes heat from air in a controlled environment room as heat source. The temperature and humidity of ambient air entering to the finned-tube evaporator was controlled by a testing facility used to conduct the heat pump experiment. The inlet water temperature is adjusted by circulating the generated hot water and mixing with colder water from both cooling tower and water main supply. The temperatures of water, refrigerant, and air at various points in the heat pump system were measured by Ttype thermocouples with an accuracy of ±0.1K. The measurement of refrigerant pressures is made by calibrated pressure transducers with an accuracy of ±0.15%. The water flow rate of condenser is measured by an electromagnetic flowmeter with accuracy of ±0.5%, while the power consumed by compressor and fan are measured by power meter with an accuracy of ±0.5%. 
Test condition and procedures
The experimental parameters of this work are inlet and outlet states of refrigerant, inlet and outlet water temperatures, and water flow rate passing through condenser. In order to investigate the effect of those parameters on the heating capacity and performance of moderately high-temperature air-source heat pump, this work conducted 27 experiments. The detail of testing conditions of this work is listed in Table 1 . The test data sets were acquired and recorded every five minutes intervals through the data logger system connected to a notebook computer after the testing system operation had reached steady state. The reliability of experimental data recorded was confirmed by energy balance method with less than 5% between the measured and calculated values.
Data reduction
The heating capacity of shell-and-tube condenser for heat pump can be determined as follows.
where c F  is the volumetri flow rate of water, w ρ is the density of water pw c is the specific heat of water, T wi and T wo represent the inlet and outlet water temperatures, respectively.
Mathematical models

Heat transfer rate
In the shell-and-tube condenser as shown in Fig. 2 , water flows inside the tubes and refrigerant flows outside the tubes through the shell. The heat transfer rate between refrigerant and water can be determined in three ways:
and 
Heat transfer area
The heat transfer area (A) of the shell-and-tube condenser is computed by: 
Correction factor
In design the heat exchangers, a correction factor is applied to the log mean temperature difference (LMTD) to allow for the departure from true countercurrent flow to determine the true temperature difference. The correction factor F for a multi-pass and crossflow heat exchanger and given for a two-pass shell-and-tube heat exchangers is calculated by (Kara & Güraras, 2004) :
and --
where P is the thermal effectiveness, and R is the heat capacity flow-rate ratio. The value of correction factor for a condenser is 1, regardless of the configuration of the heat exchanger (Hewitt, 1998) .
Log-mean temperature difference
The log mean temperature difference ΔT m for countercurrent flow is determined by:
where T hi and T ho are, respectively, the inlet and outlet temperature for hot fluid, T ci and T co are the inlet and outlet temperature for cool fluid, respectively.
Overall heat transfer coefficient
Overall heat transfer coefficient U depends on the tube inside diameter, tube outside diameter, tube side convective coefficient, shell side convective coefficient, tube side fouling resistance, shell side fouling resistance, and tube material, which is given by (Kara & Güraras, 2004) : 
Shell-side heat transfer coefficient in condensation flow
The average heat transfer coefficient h s for horizontal condensation outside a single tube is given by the equation (Edwards, 2008) For a bundle of N t tubes, the heat transfer coefficient can be modified by the Eissenberg expression as following (Kakac & Liu, 2002) :
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Tube-side heat transfer coefficient
According to flow regime, the tube-side heat transfer coefficient h t can be computed by following relations (Patel & Rao, 2010 (Hewitt, 1998) .
Coefficient of variation of root-mean-square error
This study uses the coefficient of variation of root-mean-square error (CV) to indicate how well the model predicting value fits the experimental data, defined as follows: 
where x i is the predicting value by present model, y i is experimental data, and n is the number of experimental data set.
Solution procedures
According to the configuration of the horizontal baffles in the heat exchanger, the condenser can be separate into two regions, Section-I and II, as indicated in Figure 2 -4. Section-I has three tube passes and two horizontal baffles, while Section-II has nine tube passes without any horizontal baffle. In Section-I, both water and refrigerant are in single phase. The temperature variations of the refrigerant and water streams are shown in Figure 4 . In the interface between Section-I and II, the entering water temperature T w and the leaving refrigerant temperature Tr should be determined by iteration method. The total heat transfer rate of the condenser is the sum of individual heat transfer rate of the two sections. 
The heat transfer areas for the two sections can be calculated as
The tube-side heat transfer rates for Section-I and II are:
,, 
where the log mean temperature difference for Section-I and II can be determined by: The present modeling procedures for determining the total heat transfer rate are shown as Fig. 5 and detailed as following steps: 1. Input design parameters and geometry factors: Design parameters include the refrigerant inlet and outlet temperatures (T ri , T ro ), the refrigerant inlet pressure P ri , the water inlet and outlet temperatures (T wi , T wo ), the water and refrigerant mass flow rate ( wr m, m  ), the condensing temperature T c , and the number of tubes N t . Geometry factors include the tube inside and outside diameters (d i , d o ) , the shell inside diameter D i , the baffles distance B, the tube pitch P T , and the tube length L. 2. Initial guess a shell-side outlet temperature (T r ) for Section-I. 3. Determine relative physical quantities for Section-I:
The physical quantities include the heat transfer areas, the shell-side hydraulic diameter, the tube-side fluid velocity, the Reynolds numbers, the tube-and shell-side heat transfer coefficients, overall heat transfer coefficient, log mean temperature difference, the heat transfer rate ( w,I Q  ) computed from water-side data and the heat transfer rate ( Model,I Q  ) predicting by present model. 
Results and discussions
A shell-and-tube condenser designed for moderately high-temperature heat pump system were built and tested in this study. Twenty-seven sets of experiment results are shown in Table 1 . By observing the data listed in Table 1 , we found that, except for the data set 2-5, the water outlet temperature is higher than the condensing temperature for most data sets. These results were in line with our expectations. This is because that at the beginning of design stage, in order to effectively recover the sensible heat from superheating vapour at refrigerant-side inlet of the condenser, two horizontal baffles were placed on the refrigerantside to extend the contact time between the refrigerant and the water. The new shell-and-tube condenser has divided into two sections, according to whether or not the refrigerant-side has placed horizontal baffles, as shown in Figure 2 . By using the theoretical model and solution procedure introduced previously, numerical simulation of heat transfer behaviour was carried out for Section-I first and then for Section-II. After substituting the same conditions similar to the 27 sets of experiments, the preliminary comparison of the simulated and the experimental results are shown in Figure 6a and Figure 6b. 
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Examining Figure 6a showed that the simulation results for the Section-I of condenser are very close to the deduced results from the experiment. This is because in the Section-I iteration process solving the heat transfer rates for refrigerant-and the water-side, the convergence constrain was set within 0.01% in order to meet energy conservation requirements. The output results from Section-I calculation were set as the input data for the following Section-II calculation. The computation results for the Section-II calculation were compared to the deduced results from Eq. (34), and the difference between the two results is shown in Figure 6b , the CV value of Section-II is 23.01%. Figure 7a and Figure 7b , the difference from data sets numbered 2-7 and 26-27 are greater than 10%, the percent error for the rest data sets are all within 10%. Table 1 also showed that, as compared with the other data sets, these eight cases with larger difference occurred when changing water outlet temperature and mass flow rate. We know from the theoretical model that the major variables of heat transfer rate of condenser include water inlet/outlet temperatures, water mass flow rate, and overall heat transfer coefficient U. Among them, the overall heat transfer coefficient is influenced by the tube-side as well as the shell-side heat transfer coefficients. The change in tube-side heat transfer coefficient is mainly due to the effect of water flow rate, while the shell-side heat transfer coefficient is influenced by the flow characteristic of refrigerant and tube arrangement in the condenser, which make the actual heat transfer behaviour much complex and difficult to accurately predict. Thus, observation of the effect of operating parameters on the overall heat transfer coefficient, establishment of a rule governing the overall heat transfer coefficient of the changing parameters, and the establishment of a modified correlation of heat transfer coefficient can all help increase the prediction accuracy of the model for heat transfer rate. Since in this study the hot water inlet temperature was almost constant, thus the operating parameters to be discussed include water outlet temperature (T wo ), and water mass flow-rate ( w m  ). As the water outlet temperature changes due to various physical parameters such as water mass flow rate, the ratio of the model predicted to experimental data for the overall heat transfer coefficient at Section-II, U model,II /U exp,II , is depicted in Figure 8 . Fig. 8 . Variation of the ratio of overall heat transfer coefficient with water mass flow rate under various water outlet temperatures Figure 8 clearly shows that when the hot water outlet temperature is higher, or when the hot water mass flow rate is lower, the ratio of U Model,II /U exp,II becomes larger. This means that as the hot water outlet temperature becomes higher, or when the hot water mass flow rate becomes lower, the simulated value of the overall heat transfer coefficient will change as a result. From this, we can learn that any change in the overall heat transfer coefficient at Section-II has to be related to these two physical parameters. Therefore, modification of the relationship between the overall heat transfer coefficients before and after the change in hot water outlet temperature can be expressed as a function of hot water outlet water temperature and mass flow rate, as Eq. (37) 
Uc c T c m c T m c T c m U
The fitting coefficients in the equation were respectively calculated, using least square regression method, as c o = 3.47931, c 1 = -0.06503, c 2 = 2.39712, c 3 = 0.018492, c 4 = 0.000340667, and c 5 = -2.68725. The modified overall heat transfer coefficient was used to simulate heat transfer rate for condenser. The comparison of model predicting results versus experimental results, and the relative errors are shown in Figure 9a and 9b, respectively. Using experimental data as a benchmark, the pre-revision calculation error derived from the heat transfer rate prediction model was 19.14 %, but post-revision calculation error dropped significantly to 2.03 %, indicating that the revision function in Eq. (37) heat transfer coefficient for follow-up research with regard to sizing and performance ratings. 
Cases study
Sizing problem (Estimation of unit size)
Sizing is to estimate the tube length for a heat exchanger by present model when the inlet/outlet conditions on the refrigerant side, the inlet/outlet conditions on the hot water side, and the diameter of the heat exchanger are known.
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• Input design parameters: • Input design parameters include: refrigerant inlet/outlet temperatures, refrigerant inlet pressure, water inlet/outlet temperatures, water and refrigerant mass flow rates, condensing temperature, number of copper tubes, tube inner/outer diameters, shell inner diameter, baffle spacing, and copper tube spacing.
• Give a tube length and shell-side outlet temperature to be initial guess values for Section-I calculation.
• Calculate the physical properties for Section-I and Section-II.
• Calculate the overall heat transfer rates by present model.
•
Check the percent error between model predicting and experimental data for overall heat transfer rates. If the percent error is less than the value of 0.01%, then output the tube length and end the estimation process; if it is larger than the percent error, then set a new value for L and return to the second step. In accordance with the above estimation procedures, the resulting length is 0.694 m when input the experimental data set, Case 1, as the design parameters for sizing. The same estimation procedures are utilizing to another 26 cases, and the results are shown in Figure  10 .
Fig. 10. Estimation results for sizing condensers
Comparisons between the estimating values length for all the cases and the experimental data (0.7 m) indicats that the relative error were within ± 10 % with an average CV value of 3.16 %. In summary, the results from the application of present model on heat exchanger sizing calculation are satisfactory.
Rating problem (Estimation of thermal performance)
For performance rating procedure, all the geometrical parameters must be determined as the input into the heat transfer correlations. When the condenser is available, then all the geometrical parameters are also known. In the rating process, the basic calculation is the calculations of heat transfer coefficient for both shell-and refrigerant-side stream. If the condenser's refrigerant inlet temperature and pressure, water inlet temperature, hot water and refrigerant mass flow rates, and tube size are specified, then the condenser's water outlet temperature, refrigerant outlet temperature, and heat transfer rate can be estimated. The estimation process for rating a condenser:
The input design parameters include: refrigerant inlet/outlet temperatures, refrigerant inlet pressure, water inlet temperature, mass flow rate of hot water/refrigerant, and geometric conditions. • Give a refrigerant outlet temperature as an initial guess for computing the hot water outlet temperature:
• Give an outlet temperature (T r ) as an initial guess for Section-I.
•
Calculate the properties for Section-I and Section-II.
Calculate the overall heat transfer rates by present model.
Check the percent error between model predicting and experimental data for overall heat transfer rates. If the percent error is less than the value of 0.01%, then output the refrigerant outlet temperature, water outlet temperature, and heat transfer rate; if it is larger than the percent error, then reset a new refrigerant outlet temperature, and return to the second step. In accordance with the above calculation process, the experimental data of Case 1 can be used as input into the present model for rating calculations. The calculation results give the water outlet temperature is 74.84°C, refrigerant outlet temperature is 64.35°C, and heat transfer rate was is 33.01 kW. Experimental data of Case 2 were used as input into the rating calculation process, and another set of result tell: water outlet water temperature is 45.16 °C, refrigerant outlet temperature is 39.04 °C, and heat transfer rate is 35.03 kW. Repeat the same procedures for the remaining 26 sets of experimental data, the calculation results for rating are displayed in Figures 11. As depicted in Figure 11 , comparison of the model predicting and the experimental data for water outlet temperature, refrigerant outlet temperature and heat transfer rates show that the average CV values are 0.63%, 0.36%, and 1.02% respectively. In summary, the predicting accuracies of present model on shell-and-tube condenser have satisfactory results.
Conclusion
This study investigated the modelling and simulation of thermal performance for a shelland-tube condenser with longitude baffles, designed for a moderately high-temperature heat pump. Through the validation of experimental data, a heat transfer model for predicting heat transfer rate of condenser was developed, and then used to carry out size estimation and performance rating of the shell-and-tube condenser for cases study. In summary, the following conclusions were obtained: • A model for calculation, size estimation, and performance rating of the shell-and-tube condenser has been developed, varified, and modified. A good agreement is observed between the computed values and the experimental data.
•
In applying the present model, the average deviations (CV) is within 3.16% for size estimation, and is within 1.02% for performance rating. The heat transfer and analysis on laser beam, evaporator coils, shell-and-tube condenser, two phase flow, nanofluids, complex fluids, and on phase change are significant issues in a design of wide range of industrial processes and devices. This book includes 25 advanced and revised contributions, and it covers mainly (1) numerical modeling of heat transfer, (2) two phase flow, (3) nanofluids, and (4) phase change. The first section introduces numerical modeling of heat transfer on particles in binary gas-solid fluidization bed, solidification phenomena, thermal approaches to laser damage, and temperature and velocity distribution. The second section covers density wave instability phenomena, gas and spray-water quenching, spray cooling, wettability effect, liquid film thickness, and thermosyphon loop. The third section includes nanofluids for heat transfer, nanofluids in minichannels, potential and engineering strategies on nanofluids, and heat transfer at nanoscale. The forth section presents time-dependent melting and deformation processes of phase change material (PCM), thermal energy storage tanks using PCM, phase change in deep CO2 injector, and thermal storage device of solar hot water system. The advanced idea and information described here will be fruitful for the readers to find a sustainable solution in an industrialized society.
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